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Sažetak 
Rad opisuje parametriranje i provjeru postavki zaštite solarne elektrane u simulacijskom suelju 
DIgSILENT PowerFactory. Opisano je što je sve potrebno kako bi sustav normalno funkcionirao i 
kako bi on bio zaštien u sluaju kratkog spoja. Naglasak je na simulaciji dogaaja i stvarnim 
situacijama koje se pojavljuju, a ne na detaljnim opisima dijelova mreže. Pri modeliranju kratkih 
spojeva posveena je velika pažnja kako bi se i najmanja promjena tijekom njegova nastanka uoila. 
Rad je koncipiran u nekoliko cjelina. U uvodu je kratko opisan naziv odabrane teme, program u 
kojem je simulacija odraena te izvor podataka i naziv solarne elektrane. U drugoj cjelini se nalaze 
osnovni podaci o elektrani i njen opis. Trea cjelina opisuje jednopolnu shemu te svaki njen element 
zasebno, od nadomjesne mreže pa sve do elektrane. etvrta cjelina sadrži ono što i je najvažnije u 
ovom radu, a to su simulacije svakog dogaaja te njihovi oscilogrami iz kojih se iznose zakljuci o 
ponašanju napona i struje pri pojavi kratkog spoja. Na kraju je dan osvrt na završni rad u cjelini. 
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Abstract 
This paper describes the configuration and protection settings check of solar power plant in the 
simulation interface DIgSILENT Power Factory. Described is what is needed to keep the system 
functioning normally and in order to be protected in the event of a short circuit. The emphasis is on 
the simulation of real-life situations and events that occur, rather than on the detailed descriptions of 
parts of the network. In modeling of short circuit, careful attention to even the smallest change 
during its duration  is spotted. The work is divided into several sections. The introduction briefly 
describes the name of the  chosen theme, the simulation tool the data source and the name of solar 
power plant. The second section contains basic information about the plant and its description. The 
third section describes the single line diagram and its every element separately The fourth unit 
contains  what is most important in this work, simulations of each event and their oscillograms from 
which are conclusions presented about the behavior of voltage and current on the occurrence of a 
short circuit. Finally, comments on the whole  thesis are given. 
